SNAME$

$TIMES

S$DATES

A T

AR TERMINAL 5/8'"x 24"
(BLUNT) OR WITH ADJUSTABLE
ADAPTER A27 FOR SLOPED
FLASHING

SECURE TO

ADHESIVE POINT BASE
THOMPSON®*AG688 OR EQUAL

USE THOMPSON ADHESIVE 731-NP1

OR AS APPROVED BY ROOF MANUFACTURER

ADHESIVE CABLE HOLDER
(A730) EVERY 3'-0"
INTERVAL USE THOMPSON
ADHESIVE 731-NP1

OR AS APPROVED BY ROOF
MANUF ACTURER

TYPICAL FLASHING —

AIR TERMINAL /HOLDER
{1\ TO ROOF INSTALLATION

\E.Qy NOT TO SCALE

\ ALUMINUM (NEW)

*#*2295:BIMETAL
SPLICER

28X14 GA
COPPER CABLE
*A800: (EXISTING DOWN
BOND STRAP CONDUCTOR) -
ALUM *A142X:

CABLE TO #A240X:

FLAT METAL  BOND CLAMP |
CLAMP ALUM AL UM

FLASHING

LADDER
*AS51:
BOND LUG

ROOF DRAIN

*A/750: ALUM ADHESIVE
CABLE HOLDER @ 3'-0" OC
ADD PARATREAD OR EQUAL
FOR ATTACHMENT TO
MEMBRANCE ADHESIVE TO
ROOF WITH ADHESIVE

ALUM

*A423:
ALUM SPLICER

/ 4>\ BONDING AND INSTALLATION HARDWARE
\EO3/" not 10 scaLe

SR

#ABB8-BT-5
“‘//////_—S/S“X 60"
SOLID ALUM - BLUNT

TIP POINT

l l *85-5AA:
" " 48' GALVANIZED
WALKWAY PAD" MATERIAL 3-LEG BRACE

WWH ADHESIVE FEET

*A688: ALUMINUM
ADHESIVE BASE

TYP USE SONOLASTIC NP-1
AS APPROVED BY
ROOF MANUFACTURER

EO3/ not 1O scaLe

@ BRACED AIR_TERMINAL INSTALLATION

PARTIAL-AB68-BT-5
BASE A688 WITH
THOMPSON ADHESIVE SONOLASTIC NP-1
PAVER TILE =1/2" THICK MAXIMUM

SEE TPO ROOF SYSTEM
IN ARCHITECTURAL DRAWING
WALKWAY PAD (PARATREAD OR EQUAL)

PROTECTION MATERIAL-1/4" THICK MAXIMUM PRI
(ADHERE TO ROOF SURFACE) o

EXISTING DECK———-\\ﬂﬁ }

5\ AR_TERMINAL /PAVER
\Efgi/ NOT TO SCALE

~ *AST71:
,/////r__5/8“x 24" SOLID
ALUMINUM BLUNT TIP

*A678LA: ALUM OFFSET
PARAPET BASE

*A37:

S57"x 15 GA
ALUMINUM CABLE
CLASS I

MECHANICAL
3\ EQUIPMENT MOUNTING
\Ezgi/ NOT TO SCALE |

s e

R e S D

HUBBELL FACADE

150W, HPS, 120V

F15031

|
|
~

S-329B WITH
574" SIDE HUB

IN S-329B

SPLICE WIRING

"'S0" CORD
WITH STRAIN RELIEF
CONNECTOR 3/4"
HUBBELL/KELLEM
P/N SCH1033ZP

I
~
yd
7
Ve
-
re
'
e
.

\\-NEW 3/4" CONDUIT

6\ LIGHT FIXTURE INSTALLATION

\EO3/ ot 10 scaLe

LIGHT FIXTURE
///*u(EMSTWG)

NEW CROUSE-HINDS

A////-

WP BOX

7\ SECURITY FLOOD LIGHT

\EO3/" not 70 scae

S

TYPICAL FASTEN CONDUIT
EVERY 10 FEET
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